
CROWN TRENCH IN 
UNIMPROVED AREAS 
(3" MIN.) (SEE 1YPE B 
BEDDING AND TRENCHING 
DETAIL FOR OTHER 
RESTORATION.)--,.r.; 

TRENCH WIDTH VARIES 

W/ SIZE OF PIPE 
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•::. ;;;,:r.SEE NOTE 17\\:• 
COMMON FILL--~~·- -:·:j:.::::::~;-~~:-:~-.:~:::::::: ~;: 

12" (MIN.) 

UNDISTURBED EARTH 

BEDDING ROCK 

PIPE BEDDING ---< 
(SEE NOTE 15 & 

NOTES: 

" " . . . . . . .... " " .. . . . . . . . . . . . . . . . .. . . . . . .... " ' 

1. PIPE BEDDING: SELECT BEDDING ROCK TAMPED IN PLACE. 
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Q. a: 

6" LIFTS MAXIMUM 

(LOOSE MEASUREMENT) 

2. GRADE AND SHAPE PIPE BED TO EVENLY SUPPORT PIPE AT THE PROPER LINE AND GRADE, WITH FULL CONTACT 
UNDER THE BOTTOM OF THE PIPE. 

J. INSTALL PIPE AND SYSTEM COMPONENTS. 
4. PLACE BEDDING SIMULTANEOUSLY ON BOTH SIDES OF THE PIPE. CORRECT ANY PIPE DISPLACEMENTS BEFORE 

PROCEEDING. 
5. IN THE PIPE BEDDING ZONE, PLACE BEDDING IN LIFTS NOT GREATER THAN 6" THICKNESS TO 12" MINIMUM 

ABOVE THE TOP OF THE PIPE. 
6. IN THE TRENCH BACKFILL ZONE. PLACE COMMON FILL IN LIFTS NOT GREATER THAN 12" THICKNESS AND 

COMPACT TO 981' OF MAXIMUM DENSl1Y PER MSHTO T-180 TO THE BOTTOM OF THE SUBGRADE OR THE TOP 
OF TRENCH IN UNIMPROVED AREAS. 

7. USE 1YPE A BEDDING TO BE DETERMINED IN THE FIELD AS DIRECTED BY THE Cl1Y OF MIRAMAR. 
8. IF REQUIRED IN THE CONTRACT DOCUMENTS OR IF APPROVED BY THE Cl1Y OR ITS REPRESENTATIVE. FLOWABLE 

MORTAR OR CONTROLLED LOW STRENGTH MATERIAL MAY BE USED IN LIEU OF OTHER BEDDING MATERIAL 1YPES. 
9. SECURE PIPE AGAINST DISPLACEMENT OR FLOTATION BEFORE PLACING FLOWABLE MORTAR OR CONCRETE 

ENCASEMENT. 
10. CONCRETE ENCASEMENT: INSTALL WHERE SHOWN IN THE PLANS. 
11. (•): 18" MAXIMUM FOR PIPE DIAMETER LESS THAN 24". AND 24" MAXIMUM FOR PIPE DIAMETER 24" AND LARGER. 

FINISHED GRADE 

TRENCH WIDTH VARIES 

W/ SIZE OF PIPE 
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UNDISTURBED 
EARTH 
(SEE NOTE 3) 
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1. PIPE BEDDING: SELECT GRANULAR FILL COMPACTED TO 981' OF THE MAXIMUM DENSITY AS PER MSHTO T-180. 
2. TRENCH BACKFILL: COMMON FILL IN 12" MAX. LIFTS COMPACTED TO 981' OF THE MAXIMUM DENSITY AS PER 

MSHTO T -180. 
J, PIPE BEDDING UTILIZING SELECT COMMON FILL OR BEDDING ROCK IN ACCORDANCE WITH 1YPE "A" BEDDING AND 

TRENCHING DETAIL MAY BE REQUIRED AS DIRECTED BY THE CITY OF MIRAMAR. 
4. GRADE AND SHAPE PIPE BED TO EVENLY SUPPORT PIPE AT THE PROPER LINE AND GRADE. WITH FULL CONTACT 

UNDER THE BOTTOM OF THE PIPE. 
5. INSTALL PIPE AND SYSTEM COMPONENTS. 
6. PLACE BEDDING SIMULTANEOUSLY ON BOTH SIDES OF THE PIPE. CORRECT ANY PIPE DISPLACEMENTS BEFORE 

PROCEEDING. 
7. IN THE TRENCH BACKFILL ZONE, PLACE BEDDING IN LIFTS NOT GREATER THAN 12" THICKNESS AND COMPACT TO 

981' OF MAXIMUM DENSITY PER AASHTO T-180 TO THE BOTTOM OF THE SUBGRADE OR THE TOP OF TRENCH IN 
UNIMPROVED AREAS. 

8. IF REQUIRED IN THE CONTRACT DOCUMENTS OR IF APPROVED BY THE Cl1Y OR ITS REPRESENTATIVE, FLOWABLE 
MORTAR OR CONTROLLED LOW STRENGTH MATERIAL MAY BE USED IN LIEU OF OTHER BEDDING MATERIAL 1YPES. 

9. SECURE PIPE AGAINST DISPLACEMENT OR FLOTATION BEFORE PLACING FLOWABLE MORTAR OR CONCRETE 
ENCASEMENT. 

10. CONCRETE ENCASEMENT: INSTALL WHERE SHOWN IN THE PLANS. 

• "D" 

/SEE NOTE 1 (1YP.) 

N~ 
- :::e._,___~~4~=R;: FLOWABLE FILL 

(50 p.s.i. MAX.) 

~ 

CONCRETE ARCH 

'lie TO ¾" WASHED 
BEDDING ROCK 
(FDOT #67) 

SHEETED TRENCH 

1 O" MIN. 
I -~~SHE:~D TRENCH 

,,--SEE NOTE 1 (1YP.) 

fi,<,s--- SIDES CAN 
BE FORMED 

~-- FLOWABLE FILL 
(50 p.s.i. MAX.) 

SHEETED TRENCH I UNSHEETED TRENCH 

l'fi'<:f.-- SIDES CAN 

FUf.f. ENCASEMENT 

NOTES: 

BE FORMED 

FLOWABLE FILL 
(50 p.s.i. MAX.) 

1. (*): 15" MAX. FOR PIPE DIAMETER LESS THAN 24". AND 
24" MAX. FOR PIPE DIAMETER 24" AND OVER. 

2. "D" REFERS TO THE DIAMETER OF THE PIPE. 

3. "T" REFERS TO THE THICKNESS OF THE PIPE. 

4. USE OF CONCRETE ARCH HALF ENCASEMENT OR FULL 
ENCASEMENT TO BE DETERMINED IN THE FIELD AS 
DIRECTED BY THE Cl1Y OF MIRAMAR. 

14 GAUGE COPPER 
LOCATING TRACING WIRE 
SEE NOTE 1 

IDENTIFICATION TAPE 
SEE NOTE 4 

FINISHED GRADE 

'J--f,;t-r-- PVC WATER MAIN 
OR FORCE MAIN 

SECTION 

FINISHED GRADE 

"'zy~~ 
rl□ENTIFICATION TAPE 

14 GAUGE COPPER 
LOCATING TRACING WIRE 

7i!!t?l<~~'f!!!'J!£~lif!?i&fi~fM?!{.:!!f-fJ:i'J( 
PRQFUF 

NOTES: 
1. PVC PIPE SHALL REQUIRE INSULATED METALLIC LOCATING TRACING WIRE 

(14 GAUGE COPPER) CAPABLE OF DETECTION BY A CABLE LOCATOR 
AND SHALL BE BURIED DIRECTLY ON TOP OF THE PIPE AT CENTERLINE. 

2. LOCATING WIRE SHALL TERMINATE AT THE TOP OF EACH VALVE BOX 
AND BE CAPABLE OF EXTENDING 12" ABOVE TOP OF BOX IN SUCH A 
MANNER SO AS NOT TO INTERFERE WITH VALVE OPERATION. 

12. WATER SHALL NOT BE PERMITTED IN THE TRENCH DURING CONSTRUCTION. UNLESS OTHERWISE APPROVED BY 11. (*): 18" MAXIMUM FOR PIPE DIAMETER LESS THAN 24 ", AND 24" MAXIMUM FOR PIPE DIAMETER 24" AND LARGER. 
THE Cl1Y. 

1 J. ALL PIPE TO BE INSTALLED WITH BELL FACING UPSTREAM TO THE DIRECTION OF THE FLOW. 
14. REFER TO SECTION 2.18-E OF THE MANUAL FOR SHEETING AND BRACING IN EXCAVATIONS. 
15. GRAVITY SEWERS SHALL UTILIZE 1YPE A BEDDING. BEDDING DEPTH SHALL BE 4" MINIMUM FOR PIPE DIAMETER 

LESS THAN 15", AND 6" MINIMUM FOR PIPE DIAMETER 18" AND LARGER. 
16. DEPTH FOR REMOVAL OF UNSUITABLE MATERIAL SHALL GOVERN DEPTH OF BEDDING ROCK BELOW THE PIPE. 

Cl1Y OF MIRAMAR SHALL DETERMINE IN THE FIELD REQUIRED REMOVAL OF UNSUITABLE MATERIAL TO REACH 
SUITABLE FOUNDATION. 

17. UNSUITABLE MATERIAL INCLUDES ORGANIC MATERIAL, BEDROCK, LIMEROCK FILL, BOULDERS, ETC. 

TYPE A BEDDING AND 
TRENCHING DETAIL 

CURB AND GUTTER 

FINISHED GRADE -

)'>;:y>,_'y);:y);:y),'y);:y);:y);:y);:y~~- z 
CONCRETE BLOC 
BRICK AND MOR 
FILLING AT BOTH 

KOR ~X~~ffi 
TAR WALL (SEE NOTE 2) \1/8 /, , 1, 

ENDS ------------- ~ u 

FULLY-RESTRAIN 
DUCTILE IRON P 

ED JOINT 
IPE 

( --i= I 

6" MINJ 

. 
. 
' 

~ 

CASING SPACING DET.A/L 

TWO SPACERS PLACED 
AT EACH END OF CASING 
(1YP) 

CONC. BLOCK OR BRICK 
AND MORTAR WALL FILLING 
OR RUBBER END SEAL WITH 
STAINLESS STEEL BANDS 
(1YP. AT EACH END) 

6' -6" FT (MAX.) 

BETWEEN SPACERS 

CARRIER PIPE CASING PIPE 

SPACERS TO BE PLACED AS 
CLOSE TO PIPE BELL AS 
POSSIBLE WITHOUT 
CONFLICTING WITH 
RESTRAINED JOINTS (1YP.) 

CASING SPACING DETAIL - SIDE VIE1' 

PAVE 

-

D ROADWAY 

2'-6" FROM 

I BELL END I 

12, WATER SHALL NOT BE PERMITTED IN THE TRENCH DURING CONSTRUCTION. UNLESS OTHERWISE APPROVED BY 
THE CITY. 

13. ALL PIPE TO BE INSTALLED WITH BELL FACING UPSTREAM TO THE DIRECTION OF THE FLOW. 
14, REFER TO SECTION 2.18-E OF THE MANUAL FOR SHEETING AND BRACING IN EXCAVATIONS. 
15. FINAL RESTORATION IN IMPROVED AREAS SHALL BE IN COMPLIANCE WITH THE CITY OF MIRAMAR. SURFACE 

RESTORATION WITHIN Cl1Y OR COUN1Y RIGHT-OF-WAY SHALL COMPLY WITH THE APPLICABLE REGULATIONS. 

NOTES: 

HIGH DENSl1Y 
POLYETHYLENE 

CASING SPACERS 
(CASCADE, RACI 

OR APPROVED EQUAL) 

TYPE B BEDDING AND 
TRENCHING DETAIL 

STEEL CASING PIPE SIZE 
AND 1YPE PER DRAWINGS 

FULLY-RESTRAINED DUCTILE 
IRON PIPE SIZE AND TYPE 
PER DRAWINGS 

CASING SPACERS - END VIEW 

1. WHEN CONSTRUCTION IS WITHIN FOOT JURISDICTION, ADDITIONAL REQUIREMENTS OF THE UTILl1Y 
ACCOMODATION MANUAL SHALL BE MET. 

2. CASING SHALL BE OF SUFFICIENT LENGTH TO EXTEND UNDER ALL PAVEMENTS AND IN NO CASE SHALL 
THE END OF THE CASING BE CLOSER THAN EIGHT (8) FEET FROM THE PAVEMENT EDGE INCLUDING 
PAVED SHOULDERS PLUS ADDITIONAL LENGTH AS NECESSARY TO EXTEND TO THE EXCAVATED SLOPES 
OF THE JACKING AND RECEIVING PITS. 

J. CONTRACTOR SHALL MAINTAIN A MINIMUM OF A 2: 1 SLOPE (ANY STEEPER AND PIT MUST BE SHEETED 
AND SHORED) BEGINNING EIGHT (8) FEET FROM EDGE OF PAVEMENT. 

4. CASING SPACERS SHALL BE USED TO INSTALL CARRIER PIPE INSIDE THE ENCASEMENT/CASING PIPE 
AND TO PROVIDE SUPPORT AROUND THE PERIPHERY OF THE PIPE SHOULD THE PIPE TWIST AS IT IS 
PUSHED THROUGH THE CASING. 

5. THE MAXIMUM SPAN SHOULD BE 6 ½ FEET TO PREVENT SAGGING OF THE CARRIER PIPE. THE SPAN 
BETWEEN SPACERS SHOULD RESULT IN CONSERVATIVE LONG TERM SAFE1Y FACTOR PROVIDED TOTAL 
LOAD PER SPACER DOES NOT EXCEED THE MAXIMUM LOAD FOR PIPE FULL OF LIQUID PER SPACER 
LISTED IN THE LITERATURE. SPACERS SHALL HAVE MINIMUM HEIGHT THAT CLEARS THE PIPE BELL OR 
AS OTHERWISE INDICATED ON DRAWINGS. SPACER SHALL BE INSTALLED ACCORDING TO 
MANUFACTURERS RECOMMENDATIONS. 

6. RESTRAINED JOINTS NOT SHOWN FOR CLARl1Y. 

7. IF THE CASING SPACER MANUFACTURER•s RECOMMENDED CASING SPACING IS MORE STRINGENT THAT 
THE SPACING SHOWN ABOVE, THEN THE MANUFACTURER'S RECOMMENDED SPACING SHALL BE USED. 

8. THE ENDS OF THE CASING SHALL BE SEALED USING CONCRETE BLOCK OR BRICK AND MORTAR WALL 
FILLING OR PWM MODEL 1 WA WRAP AROUND END SEAL MADE OF Jf," THICKNESS RUBBER AND 
STAINLESS STEEL BANDS OR DESIGN ENGINEER APPROVED EQUAL 

BORING AND JACKING 
DETAIL 

NOTES: 

UNPAVED PAVED 
SURFACE l SURFACE 

GROUT-------, 4' x 4' PRECAST e--~==~=~--u 
FINISHED CONCRETE VAULT 
GRADE-----, 36" 1SQ. 

4" MAX.----, 17-1 4" 
UNIMPROVED I 
AREAS 

PREMOLDED PLASTIC 
JOINT FILLER __ _,,-

SEE NOTE 5 -------r 
PIPE PLUG (1YP.)---i---t--<.. 

2" STAINLESS ----tt---~5.,!-} 
STEEL NIPPLE 

8" WALLS (MIN.) ---< 

CONCRETE ARCH AND 
ENCASEMENT DETAILS 

CAST IRON FRAME 
AND COVER WITH 
ACCESS LID LABELED 
"ARV". Cl1Y OF MIRAMAR -
POTABLE WATER, REUSE 
WATER OR FORCE MAIN 

TOP OF PAVEMENT 

2" AIR/VACUUM 
REL.EASE VALVE (1YP.) 

2" PORT WITH 
THREADED PLUG 

CUT OUT FOR MAIN 
AS REQUIRED 
SEE NOTE 6 

2" STAINLESS ----r 
STEEL BALL VALVE 

~o£'l,B'J-,+-:STAINLESS STEEL 
SERVICE SADDLE 

2" STAINLESS 
STEEL NIPPLE 

FITTINGS AND PIPE 
" 

FOR AR.V. SHALL BE BEDDING ROCK 
STAINLESS STEEL 

]6" 
6" 

8" x 16" REINFORCED 
CONCRETE FOOTING. 

1. ABOVE DETAIL IS BASED ON 2" COMBINATION AIR/VACUUM RELEASE VALVE, CHANGE PIPE AND FITTINGS 
ACCORDINGLY FOR OTHER VALVE SIZES AND 1YPES. VALVE SIZES TO BE DETERMINED BY THE ENGINEER AND 
APPROVED BY THE Cl1Y PRIOR TO INSTALLAllON. 

2. THE BOTTOM OF THE PRECAST VAULT SHALL BE PLACED AT THE SAME ELEVATION AS THE BOTTOM OF THE PIPE. 

3. ARV VAULT WALLS TO BE COATED INSIDE AND OUTSIDE WITH 16 MIL THK. APPROVED ASPHALTIC COATING. 

4. LIFT HOLES ARE TO BE SEALED WITH MORTAR INSIDE AND OUTSIDE AFTER INSTALLATION. ALL OPENINGS SHALL 
BE SEALED WITH WATERPROOF. EXPANDING GROUT. 

5. WASTEWATER VALVES TO BE EQUIPPED WITH THREADED VENT PIPE THAT DIRECTS VENT DOWNWARD. 

6. VAULT SHALL NOT REST ON PIPE. ALLOW 9" MIN. SEPARATION. 

7. WHEN USED ON A FORCE MAIN ALL FITTINGS SHALL BE STAINLESS STEEL. 

AIR RELEASE VALVE 
DETAIL 

ALUMINUM ANCHOR ROD 
DRIVEN 24" INTO THE 
EARTH AND AIR VALVE 
STRAPPED TO THE ROD~ 

SEE NOTE 6 \ 

4" MAX. LANDSCAPED AREA 
(NO PAVED AREAS) 

ALUMINUM WALL 
BRACKETING WITH 
STABILIZING STRAP-----.. 

PREMOLDED PLASTIC 
JOINT FILLER----~ 

PIPE PLUG (1YP.) ----~L 

3. USE PLASTIC CLIPS AS NECESSARY TO HOLD WIRE DIRECTLY ON THE 
TOP OF THE PIPE. 

4. DETECTABLE IDENTIFICATION TAPE SHALL BE INSTALLED DIRECTLY OVER 
CENTERLINE OF ALL PIPE AT 18-INCHES ABOVE THE TOP OF THE PIPE. 
SEE "ENGINEERING STANDARDS," SECTIONS 4.03-P, 6.03-N AND 8.03-1 
FOR FURTHER DETAILS. 

PVC PIPE LOCATING WIRE AND 
IDENTIFICATION TAPE DETAIL 

CAST IRON FRAME AND 
COVER WITH ACCESS 

4'x4' PRECAST LID LABEL "ARV", Cl1Y 
CONCRETE VAULT /OF MIRAMAR-POTABLE 

WATER. REUSE WATER 
36" SQ. OR FORCE MAIN 

17-1 4" / ~--GROUT 

/ FINISHED GRADE 

2" VALVE (1YP.) 

>---8" WALL (MIN.) 

VALVE BOX (AS 
APPROVED BY 
CITY) 

EXISTING OR 
PROPOSED 
SURFACE 

>--- EXTENSION ROD 
PER cITY·s STANDARD 

2" STAINLESS STEEL NIPPLE --tf::::::::jl '.---f,+---2• PORT WITH 
THREADED PLUG 

2" STAINLESS STEEL GATE ---t--ol---tt-: 
VALVE (SEE NOTE 4) 

2" STAINLESS STEEL NIPPLE 

2" 90" STAINLESS 
STEEL BEND 

FITTINGS AND PIPE 
FOR A.R.V. SHALL 
BE STAINLESS STEEL 

6" BEDDING ROCK ----~ 

NOTES: 

i-a---SEE NOTE 3 

GROUT 

2" STAINLESS 
STEEL UNION 

,< 2" BRASS OR 
STAINLESS STEEL 
PIPE-----~ 

2" STAINLESS 
STEEL GATE VALVE 

~--8"x16" REINFORCED 
CONCRETE FOOTING 

2" 90' STAINLESS 
STEEL BEND 

2" STAINLESS 
STEEL NIPPLE 

STAINLESS STEEL 
SERVICE SADDLE 

MAIN 

1. ABOVE DETAIL IS BASED ON 2" COMBINATION AIR/VACUUM RELEASE VALVE, CHANGE PIPE 
AND FITTINGS ACCORDINGLY FOR OTHER VALVE SIZES AND 1YPES. VALVE SIZES TO BE 
DETERMINED BY THE ENGINEER AND APPROVED BY THE CITY PRIOR TO INSTALLATION. 

2. THE MINIMUM DIMENSION FROM TOP OF PIPE TO FINISHED GRADE SHALL BE 4.0 FEET. 

3. Ar,;,/ VAULT WALLS TO BE COATED INSIDE AND OUTSIDE WITH 16 MIL. THICK 
APPROVED COATING. 

4. VALVE SHALL BE SUPPORTED TO VAULT WALL. 

5. LIFT HOLES ARE TO BE SEALED WITH MORTAR INSIDE AND OUTSIDE AFTER INSTALLATION. 
ALL OPENINGS SHALL BE SEALED WITH WATERPROOF. EXPANDING GROUT. 

6. VALVES TO BE EQUIPPED WITH THREADED VENT PIPE THAT DIRECTS VENT DOWNWARD. 

OFFSET AIR RELEASE 
VALVE DETAIL 
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